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shall, in support of the design, include
the following as an attachment to the
application: A list of all grounds main-
tenance supplies and equipment and
the number of Full Time Employees
(FTE) by job assignment for the next 10
years.

(a) Administrative building. The ad-
ministrative building should be ap-
proximately 1,600 NSF in total, pro-
viding space, as needed, for the fol-
lowing:

(1) Cemetery director’s office;

(2) Other offices (as needed);

(3) Administrative staff (lobby/office
area);

(4) Operations (file/office/equipment/
work area);

(5) Family/conference room;

(6) Military honors team;

(7) Refreshment unit;

(8) Housekeeping aide’s closet; and

(9) Restroom facilities.

(b) Maintenance/service building. The
maintenance/service building may be
combined with the administrative
building. The maintenance/service
building should be approximately 2,200
NSF in total, providing heated and air
conditioned space, as needed, for the
following:

(1) Foreman’s office;

(2) Lunch room;

(3) Kitchen unit;

(4) Toilet and locker room facilities;

(5) Housekeeping aide’s closet; and

(6) Vehicle and equipment mainte-
nance and storage.

(c) Vehicle and equipment storage. Ap-
proximately 275 NSF/Bay as needed.
Not all types of vehicles and equipment
require storage in heated space. Based
on climatic conditions, it may be justi-
fied to rely completely on open struc-
tures rather than heated structures to
protect the following types of vehicles
and equipment: Dump trucks, pickup
trucks, cemetery automobiles, gang
and circular mowers.

(d) Interment/committal service shelter.
One permanent shelter is authorized
for every five interments per day. The
shelter may include a covered area to
provide seating for approximately 20
people and an uncovered paved area to
provide space for approximately 50 ad-
ditional people. The shelter may also
include a small, enclosed equipment/
storage area. Provisions must be made
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for the playing of Taps by recorded
means.

(e) Public Information Center. One per-
manent Public Information Center is
authorized per facility. A Public Infor-
mation Center is used to orient visitors
and funeral corteges. It should include
the gravesite locator. The public rest-
rooms may also be combined with this
structure. Space determinations for
separate structures for public rest-
rooms shall be considered on an indi-
vidual basis. The Public Information
Center, including public restrooms,
may be combined with the administra-
tive building.

(f) Other interment structures. Space
determinations for other support facili-
ties such as columbaria, preplaced
graveliners (or crypts), garden niches,
etc., will be considered on an individual
basis in accordance with §39.60(d).

(Authority: 38 U.S.C. 501, 2408)

§39.63 Architectural design standards.

The publications listed in this sec-
tion are incorporated by reference. The
Director of the Federal Register ap-
proves this incorporation by reference
in accordance with 5 U.S.C. 522(a) and 1
CFR part 51. Copies of these publica-
tions may be inspected at the office of
the Veterans Cemetery Grants Service,
National Cemetery Administration,
Department of Veterans Affairs, 810
Vermont Avenue NW., Washington, DC
20420 or at the National Archives and
Records Administration (NARA). For
information on the availability of this
material at NARA, call (202) 741-6030 or
go to http://www.archives.gov/
federal register/
code of federal regulations/
ibr _locations.html. Copies of the 2003
edition of the National Fire Protection
Association Life Safety Code and Er-
rata (NFPA 101), the 2003 edition of the
NFPA 5000, Building Construction and
Safety Code, and the 2002 edition of the
National Electrical Code, NFPA 170,
may be obtained from the National
Fire Protection Association, Inc.
(NFPA), 1 Batterymarch Park, P.O.
Box 9101, Quincy, MA 02269-9101, (800)
844-6058 (toll free). Copies of the 2003
edition of the Uniform Mechanical
Code and the 2003 edition of the Uni-
form Plumbing Code may be obtained
from the International Association of
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Plumbing and Mechanical Officials,
5001 E. Philadelphia Street, Ontario,
CA 91761-2816. (909) 472-4100 (this is not
a toll-free number). The 2002 and 2003
NFPA and IAPMO code publications
can be inspected at VA by calling (202)
461-4902 for an appointment.

(a) Architectural and structural require-
ments—(1) Life Safety Code. Standards
must be in accordance with the 2003
edition of the National Fire Protection
Association Life Safety Code, NFPA
101. Fire safety construction features
not included in NFPA 101 shall be de-
signed in accordance with the require-
ments of the 2003 edition of the NFPA
5000, Building Construction and Safety
Code. Where the adopted codes state
conflicting requirements, the NFPA
National Fire Codes shall govern.

(2) State and local codes. In addition to
compliance with the standards set
forth in this section, all applicable
local and State building codes and reg-
ulations must be observed. In areas not
subject to local or State building
codes, the recommendations contained
in the 2003 edition of the NFPA 5000,
Building Construction and Safety Code,
shall apply.

(3) Occupational safety and health
standards. Applicable standards con-
tained in the Occupational Safety and
Health Act of 1970 (29 U.S.C. 651 et seq.)
must be observed.

(b) Mechanical requirements. The heat-
ing system, boilers, steam system, ven-
tilation system, and air-conditioning
system shall be furnished and installed
to meet all requirements of the local
and State codes and regulations. Where
no local or State codes are in force, the
2003 edition of the Uniform Mechanical
Code shall apply.

(c) Plumbing requirements. Plumbing
systems shall comply with all applica-
ble local and State codes, the require-
ments of the State Department of
Health, and the minimum general
standards as set forth in this part.
Where no local or State codes are in
force, the 2003 edition of the Uniform
Plumbing Code shall apply.

(d) Electrical requirements. The instal-
lation of electrical work and equip-
ment shall comply with all local and
State codes and laws applicable to elec-
trical installations and the minimum
general standards set forth in the

38 CFR Ch. | (7-1-14 Edition)

NFPA 70, National Electrical Code, 2002
edition. The regulations of the local
utility company shall govern service
connections. Aluminum bus ways shall
not be used as a conducting medium in
the electrical distribution system.

(Authority: 38 U.S.C. 501, 2408)

[75 FR 34005, June 16, 2010, as amended at 77
FR 4476, Jan. 30, 2012]

§§39.64-39.79 [Reserved]

Subpart C—Operation and
Maintenance Projects

GRANT REQUIREMENTS AND PROCEDURES

§39.80 General requirements for a

grant.

(a) For a State or Tribal Organiza-
tion to obtain a grant for the operation
or maintenance of a State or Tribal
veterans cemetery:

(1) Its preapplication for the grant
must be approved by VA under
§39.81(e);

(2) Its project must be ranked suffi-
ciently high within Priority Group 4 as
defined in §39.3 for the applicable fiscal
year so that funds are available for the
project, and a grant for the project
must not result in payment of more
than the $5 million total amount per-
missible for all Operation and Mainte-
nance Projects in any fiscal year;

(3) Its plans and specifications for the
project must be approved by VA under
§39.82;

(4) The State or Tribal Organization
must meet the application require-
ments in §39.84; and

(5) Other requirements specified in
§§39.6, 39.10, and 39.83 must be satisfied.

(b) VA may approve under §39.85 any
Operation and Maintenance Project
grant application up to the amount of
the grant requested once the require-
ments under paragraph (a) of this sec-
tion have been satisfied, provided that
sufficient funds are available and that
total amount of grants awarded during
any fiscal year for Operation and Main-
tenance Projects does not exceed $5
million. In determining whether suffi-
cient funds are available, VA shall con-
sider the project’s ranking in Priority
Group 4; the total amount of funds
available for cemetery grant awards in
Priority Group 4 during the applicable
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